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TEST REPORT
CLIENT AHMOZ ANQIEIQN
Attention to K. AHMAPXOQOY

Ap16puoc ExBeang
Hp/via 'Ekdoaong

Test Report number
Date Reported

105-21-14357

15/10/2021

Meptypagr) Asiypotog Sample Description ANQIEIA AEZAMENH XAQPIQXHY - EZOAOZ AIYAIZTHPIOY
Kwd1kdg Agiypatog Sample Code 21-14357
Zuokevaoio Agiypotog Sampling container MAaoTikn @1aAn (Plastic Bottle)
AstypoToAnyio Sampler XHMIKOTEXNIKH/AN_01 (CHEMICOTECHNIKI)
Metagopd Agiypatog Sample Transport ®opnto Yuyeio (Portable Refrigerator)
Hp/via detypotoAnwiog Date of sampling 11/10/2021
Hp/via mapoiafng Date of sample received 11/10/2021
Katdotaon Agiypotog Condition of sample received Kavovikr) (Normal)
"Evap&n Avaiuong Start of Analysis 12/10/2021
Mepatwaon Avaiuaong End of Analysis 15/10/2021
AMNOTEAEEMATAE=ETAXHZ
TEST RESULTS
AToTENEOO Movddeg A\)S(ﬁ:)c:)dc Opta [**] MéBodog
MapdpeTpot Parameters _ Reporting —
Result Units Limit (RL) Limits [**] Method
XHMIKH ANAAYXH-CHEMICAL ANALYSIS
QoAepdTNnTa Turbidity 0.67 NTU - ATOBEKTH IN HOUSE NX_14
pH pH 8.4 povédeg pH - 6.5-9.5 ELOT 658:1983
Aywyigétnta (20°C) Conductivity (20°C) 177 uS/cm - 2500 M APHA 2510 B:2017
OMKR ZKAnpOTNTA Total Hardness 7.2 °F - 1SO 6059:1984
Mapodikn ZKAnpotnTa Carbonate Hardness 7.0 °F - EN 1SO 9963.01:1996
AMNkaAikoTnta (CaCO3) Alkalinity (CaCO3) 70 mg/l - EN 1SO 9963.01:1996
ArttavBpakikd (HCO3) Bicarbonates (HCO3) 85 mg/l - EN 1SO 9963.01:1996
XAwptovxa (Cl) Chlorides (Cl) 15.6 mg/l - 250 ELOT 666:1983
Oclka (SO4) Sulphates (SO4) <5 mg/I - 250 IN HOUSE NX_17
®6oprovya (F) Fluorides (F) <0.10 mg/l - 15 IN HOUSE NX_16
* | Bpwutouya (Br) Bromides (Br) <0.10 mg/Il - APHA 4110 B:2017
dwaoopika (P-PO4) Phosphates (P-PO4) <0.05 mg/l - IN HOUSE NX_12
Nitpikd (NO3) Nitrates (NO3) 0.86 mg/Il - 50 APHA 4500-NO3 B:2017
Nitpwdn (NO2) Nitrites (NO2) <0.01 mg/I - 0.50 APHA 4500-NO2 B:2017
Appovio (NH4) Ammonium (NH4) <0.07 mg/l - 0.50 IN HOUSE NX_05/13
AcBéotio (Ca) Calcium (Ca) 20.8 mg/I - EAOT 169:1978
Mayvraio (Mg) Magnesium (Mg) 4.9 mg/l - APHA 3500-Mg B:2017
* | KaAwo (K) Potassium (K) <0.5 mg/Il - APHA 3500-K B:2017
* | Ndtpio (Na) Sodium (Na) 10.6 mg/l - 200 APHA 3500-Na B:2017
* | Zidnpog OMIKAC (Fe) Total Iron (Fe) <0.05 mg/I - 0.20 APHA 3500-Fe B:2017
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/\ayKoqupéof.VA"'(ﬁpoéiTﬁ (Lagouvarao‘Lj:Afroditi)
XNUIKOCMnxavikdg - AlevBivipia Epyaotnpiou
(Chemical Engineer - Laboratory Manager)

Ta anoTeAéopaTA OVOQEPOVTAIL GTO TIPOTKOUIGBEV dgiypa. TO TaPOV TIGTOMOINTIKG JeV UMOPET var avamapoyBei xwpig TNV ypamtr) £yKpion Tou pyaatnpiou, Tapd HOVo ag MARPN Hoper).
The analysis results refer only to the received sample. This certificate may not be reproduced without the written approval of the laboratory, except in full.
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XHMIKOTEXNIKH CHEMICOTECHNIKI
ANAAYTIKA EPTAZTHPIA EAEFXOY MOIOTHTAS ANALYTICAL ENVIROMENTAL QUALITY CONTROL
MEPIBAAONTOZ-NEPQN-TPO®IMON-EAAGOYE LABORATORIES WATER-FOOD-SOIL

Ak. Makpn 1, Aylog Mdpkog - P€Bupvo 741 00 1 Dikonimou Makri, Agios Markos - Rethymno 741 00
TnA.: 28310 25412 - fax: 28310 50626 Tel.: (+30) 28310 25412 - Fax: (+30) 28310 50626
e-mail: info@chemicotechniki.gr e-mail: info@chemicotechniki.gr
www.chemicotechniki.gr www.chemicotechniki.gr

Juvéxela amo mponyolpevn gelida - Continuing from previous page Ap. Matomoinuikov - Certificate Number :  105-21-14357
Hu/via 'Ekdoong - Date of Reporting :  18/10/2021
ATOTéEAECHO Movddeg Avggtl)%dc Opta [**] MéEBodog
Mapdpuetpol Parameters Reporting
. e
Result Units Limit (RL) Limits [**] Method
XHMIKH ANAAYXH-CHEMICAL ANALYSIS
* | Apyihio (Al) Aluminium (Al) 89 pg/l 20 200 APHA 3113 B:2017
. . - IN HOUSE NX_07 DPD
OAIké XAwplo Total Chlorine <0.05 mg/Il - METHOD
, . . IN HOUSE NX_07 DPD
EAe0Bepo XAwplo Chlorine Free <0.05 mg/l - METHOD

’ ‘ AEITMATOAHYIANEPOY-AYMATQN (WATER & WASTEWATER SAMPLING)  MéBodo¢: AN_01/ISO 19458, ISO 5667-1, 3, 5, 9, 10, 14

Ta epyaotripla gival dlomaoteupéva katd EAOT EN ISO/IEC 17025 (EXY A, Miotonointikoé Alamioteuong 46/27-11-2001). The laboratories
are accredited according to ELOT EN ISO/IEC 17025 (ESYD, Accreditation Certificate 46/27-11-2001).

O1 un AtomioTeVpEVEC dOoKIPEC cLMBOAICovTal PE To abpBoAo (*). Non Accredited tests are represented by the symbol (*).

[**] Opto kataAAnAdTNTAG Yia Toatpo Bdost PEK 3282/B/19-09-2017 kot Odnyicv 98/83/EK & 2015/1787/EE
[**] Limit suitable for drinking water according to European Directives 98/83/EC & 2015/1787/EE

AO.MAOFT 758684 A0V PEOYNINGY
AaykouBapdol’Appoditn (Lagouvardou Afroditi)
XNUIKOCMnxavikdg - AlevBivipia Epyaotnpiou

(Chemical Engineer - Laboratory Manager)

Ta anoTeAéopaTA OVOQEPOVTAIL GTO TIPOTKOUIGBEV dgiypa. TO TaPOV TIGTOMOINTIKG JeV UMOPET var avamapoyBei xwpig TNV ypamtr) £yKpion Tou pyaatnpiou, Tapd HOVo ag MARPN Hoper). SeNiSa 2 and 2 - Page 2 of 2
The analysis results refer only to the received sample. This certificate may not be reproduced without the written approval of the laboratory, except in full. Y



